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ALL PIPE FROM RISER TQ REGULATCR INLET MUST BE WELDED.

GAS METER LDCATIONS AND GAS FIPING SHALL BE INSTALLED PER CHAFTER 12 OF UPFC AND LBE STANDARDS,
METER ROOM MUST HAVE A 7 FT. MINIMUM FLROR TO GEILING HEIGHT.

MUST CONFORM TG UMC 1309.0, UPC 1208.0,UFC 11406, AND DOT 49 CFR Ch 1, PART 192 353d, 357d, 3B5b
ALL ELECTRIC FIXTURES MUST HE EXPLASION FROQF.

ALL ELECTRICAL AND MECHANICAL EQUIPMENT MUST BE APPROVED BY LBE

BEFORE INSTALLATION IN METER ROQM [N ACCQRDANCE WITH ARTICLE 500 QF NEC,

LBE APPROVED LE.L. DETECTOR MUST BE INSTALLED AND TESTED BEFORE GASSING OF SYSTEM.

METER ROOM MUST NOT VENT INTD BUILDING OR ADJOINING CLOSED SPACES.

This information is available by request to the Long Beach Energy Engineering and Construction Bureau at

(562) 570-2085 or Visit our website at www.lbenergy.org
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